R/|W
|
|
|

§ ST = 11 == =]
| mmm\\*\H*WHHH‘*MH\H\\Jmmmm(
P R R EER =T e EEEEEEEEEEEELE
e . . = - H =
T T TT— T — T T—T [ T—T T T— T FRI F

&

—

| — Existing city

Z S utility conduit

12”
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NOTES:

1. For city—owned utilities that are located at a depth of less than 5-—ft, the
minimum setback distance (from the nearest part of the pole or foundation to
the nearest outside edge of the utility pipe) shall be a minimum of 3—ft.

For city—owned utilities that are located at a depth of 5—ft of greater, the
minimum setback distance shall be determined by the following formula:

)

x" + 3 = Minimum Setback Distance
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